Pump User’s Handbook
Life Extension

4th Edition

By
Heinz P. Bloch & Allan R. Budris
# Table of Contents

**Preface to the Fourth Edition** ........................................... xi

**Acknowledgements** ....................................................... xiii

**Chapter 1**

**PUMP SYSTEM LIFE CYCLE COST REDUCTION** ............................ 1
- Initial Costs ................................................................. 2
- Installation Costs .......................................................... 2
- Energy/Operating Costs .................................................... 2
- Maintenance and Repair Costs ........................................... 2
- Loss of Production ......................................................... 3
- Pump Reliability Factors .................................................. 3

**Chapter 2**

**HOW TO BUY AND SHIP A BETTER PUMP** ............................. 5
- Specification Overview ..................................................... 5
- ANSI vs. API—How do They Differ? ...................................... 5
- Process Industry Practices (PIP) ........................................ 8
- Supplementary Specifications ............................................. 8
- Specification Checklists .................................................... 9
- Selecting a Knowledgeable Cooperative Vendor ....................... 10
- Design Weaknesses Found in API Casing Construction ............... 13
- Bearing Housing Designs Merit Closer Attention .................... 14
- Upgrading of Centrifugal Pumps ......................................... 18
- Excessive Shaft Deflection ................................................ 18
- Factors Affecting Bearing Life ........................................... 20
- Documentation is Part of Initial Purchase .............................. 23
- Bid Tabulations Lead to Final Selection ................................ 26
- How to Ship Pump Sets .................................................... 30

**Chapter 3**

**PIPING, BASEPLATE, INSTALLATION, AND FOUNDATION ISSUES** ........ 35
- Pump Piping ........................................................................ 35
- Field Installation Procedure for Pipe Spring Hangers and Pipe Supports ........ 40
- Pump Baseplates and Grouting ............................................ 44
- Pump Alignment .................................................................. 64
- Pump Suction Strainers ...................................................... 76
- Eccentric Reducers and Straight Runs of Pipe at Pump Suction ......... 79

**Chapter 4**

**OPERATING EFFICIENCY IMPROVEMENT CONSIDERATIONS** ........... 81
- Total System Efficiency ..................................................... 81
- Energy Effectiveness .......................................................... 81
- Energy Operating Cost Savings Potential ............................... 82
Chapter 5
IMPROVED PUMP HYDRAULIC SELECTION EXTENDS PUMP LIFE
Influence of Pump Hydraulic Selection
Operating Speed
Allowable Operating Region
Suction Recirculation
Mitigating Suction Recirculation Problems
Suction Energy
NPSH Margin
NPSH Margin Reliability Factor
Total Pump Hydraulic Relative Reliability
Pump Reliability Impact from System Design
Pump Sump Intake Design
Water Hammer

Chapter 6
IMPROVEMENTS LEADING TO PUMP MECHANICAL MAINTENANCE COST REDUCTION
Mechanical Maintenance Life Cycle Impact
Pump Reliability Reviews Start Before Purchase
Mean-Time-Between-Failure Calculations
“ANSI Plus®” Mechanical Seal Gland
Sealed Power Ends and Expansion Chambers
Bearing Housing Seals in the Lubrication Environment
Dual-Face Magnetic Bearing Housing Seals
Features of Upgraded Centrifugal Pumps
Advanced Lubrication Strategies
Telescoping Shaft Seal Sleeve
Dynamic Shaft Seal—an Occasional Alternative to the Mechanical Seal
Consider Composite Materials in Centrifugal Pump Wear Components

Chapter 7
BEARINGS IN CENTRIFUGAL PUMPS
Pump Bearing Loads
Radial Load